
Notes: 

Ratters 

Ceiling joists 

2x4 studs@ 16" o.c. ----+ 

Dwelling unit 1 

No plumbing pipes 
in common wall. ----1 

Extend gypsum board 
to top of foundations 

(typ) 

Ridge 

Extend gypsum board 
to the underside of 
roof sheathing (typ) 

Dwelling unit 2 

Floor Joists 

' ; 

1. Wall assemblies need not extend through attic spaces when the ceiling is protected by not less than i inch type X gypsum board and an attic 
draft stop constructed as specified in Section R302.12.1 of the IRC is provided above and along the wall assembly separating the dwellings. 
The structural framing supporting the ceiling shall also be protected by not less than 1/2 inch gypsum board or equivalent. 

2. Penetrations of wall assembly are required to be rated as per section R302.5.3 of the IRC. 
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