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GENERAL GUIDELINES FOR DEFERRED SUBMITTAL OF 
STANDPIPE SYSTEMS 

When to Submit CE-1450 
The completed and signed CE-1450 form must be uploaded with the main building permit submittal when the 
applicant intends to defer final standpipe system drawings.  
The form must be submitted with the required supporting documentation listed on CE-1450, including the 
temporary standpipe site plan, temporary standpipe narrative, and contact list.  
A separate CE-1086 deferred submittal form is not required for the standpipe deferral when CE-1450 is 
submitted. 

ProjectDox Upload Location 
The completed CE-1450 form and required attachments must be uploaded in ProjectDox under the applicable 
standpipe/fire review folder. 

Review and Permit Processing 
Projects requiring standpipes will be routed for applicable fire plan review. If the standpipe system drawings are 
deferred, the reviewer will confirm that CE-1450 and the required supporting documentation have been uploaded 
and signed before approval is added.  
Once accepted, a standpipe-related 17 permit may be added to the project. The 17 permit will serve as the 
primary administrative control for the deferred standpipe submittal and cannot be sold until the required 
standpipe information is provided for permit pricing, the deferred standpipe submittal is reviewed and approved, 
and any applicable fees are added and finalized. 

Deferred Standpipe Plans 
The final standpipe system drawings must be submitted later under a separate deferred submittal project 
number. Once approved, the deferred submittal project will be processed and finalized in accordance with the 
standard deferred submittal process. 

Noncompliance Notice 
Temporary standpipes must be installed, maintained, extended, protected, and kept in ready condition during 
construction in accordance with the Houston Building Code and Houston Fire Code requirements. Required HFD 
inspections must be coordinated as construction progresses.  
Failure to maintain required temporary standpipe provisions, hydrant/FDC access, or approved deferred 
submittal conditions may result in failed or withheld inspections, stop-work action, or other enforcement 
measures. 
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